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AN Accrecited Pregram
PRODUCT EERTIFICATION

CERTIFICATE OF LISTING

IAPMO Resaarch and Testing, Inc: is # product centification Body which tests and inspects samgtes Takan from Me sepplier's stock of from the market ar &

tombination of both ta verify compliance to the requirements of spplicable codes and standards. This activity iz couplad with periodic Surveiflanca of the

suppliar’s factory and warshouses ss well as the assessmant af the supplier’s Quality Assurance System. This listing & subject to the conditions set forth in

Tha characteristics below and i notto be constructed as BIYY feCOmMEndation, aSserance of guarantae by |APMO Bagearch and Testing, Ine . of the product
® acceptanca by Authoritios Having Jurisdiction

Effective Date: July 2007 —Rew, Z2/21/2008- Voic After: July 2008
Product: Crosslinked Polyethylens (PEX) Tubing
Tasugd Ta: Geolan Plastic Products File No. 4635

KEibbutz Shaar Hagolan
Jdordan Valley 15145
Israel

IDENTIFICATION: The tubing shall be marked with the manufacturerts name or
trademark, ASTM F878, PEX, pressure rating at 1BO0®F, neminal
size, SDRE 9, and a code number identifying the compound and
the date of manufacture. The tubing intended for use in
potable water shall be marked with the seal or mark of the

laboratory marking the evaluacioen. Marking shall be spaced

at intervals of noet more than 5 feer. Tueing shall be
marked with thg UPC® certifi

ficatign mark,

CHARACTERISTICS: Crosslinked polyethylene (PEX) tubing rhat is oursid
diameter controlled, made in standard thermoplastic tubing
dimension: ratics (SDR 9), and Pressure rated for water at
three temperature: 630 psi (4.34 MPa at 73.4°F (23I°C) 20D
psi (2.76 MPa at 180°F (82.2°C) 315 psi (2.17 MPa at 200°F
(a2 5 0. ol v Y Te be installed in ccordance with the
manufacturer's instructions.

Products comply with the applicable sections of the latest

edition of the Uniform Plumbing Code® and the Internaticnsl
|

Plurbing Code®, Manufactured in cempliance with RASTM F 876-

05,

Products listed on this certificate have beern tested by an
IAPMO R&T recognized laboratory. This recognitisn has been
granted based upon the laboratory’s compliance to the
applicable reguirements of ISO/IEC 17025

Cnajrman, Product Certification Committes Execulive Director  /

=
This fisting is for the panod indicated herein and iz void alter the date shown above. Any change in material, manufacturing process, marking or- |
fdezign without hauing first sbitained the approvai of the Product Cartification Committes, or any evidence of non-compliance with applicabla codes .
and standards or of infardor warkmanship, may ba deemad sufficiant cause for revacstion of this listing: Repraduction of or refaranca to ths form :u‘.f;'..h
advertising purpases may be mede only by specific written permission of IAPMO Research and Tasting, Ine Any elternation of this certificate coulds
b grounds Tor revocation of the {rsting






